CONTRACT NO. 66600
F.ALL TOTAL |SHEET
RTE,| SECTION COUNTY | SHEETS| " No.
80 (50-5)HBK-2 LASALLE 331 118
STA. TO STA.
FED. ROAD DIST. NO. ‘ILLXNU[S’FED. AID PROJECT
MATERIALS
) ) ‘ ?36:) | A Photocell w/ Integral
?girréréurglnfsgé?:gs ot [ I B surge arrester (remote
less than 1168x762x457 mount in urban areas)
(46x30x18) with weather — B 3 position selector
resistant lock. N || 2esxeasxes switch HAND-OFF-
Open wire or _ " i (9x9x1) AUTO
+riplex service Instdllation mounting H v Pocket for c 100 amp* electrically
120/240V, 1@, 3W or Service head E’fgi’”;%:s‘i“;ﬁg“zﬁ N i: drawings held contactor, 120V
2407480V, 1§, 3W 2%, min. i operating coll
service conductors :{ 2 g D 15 amp, 1 pole, circuit
:: S breaker
1 g:ghg:d {: E 60 amp*, 2 pole, main
Insuiating bushing " circult breaker
N i F 20 amp*, 2 pole, branch
i PR
Anchor Bolts 16x400 (%x16) 1! —q 0 clroult breaker (fyp). 2
hot-dipped galvanized, ! Ooesrsmos spare c.b. required but
\ threaded 50 (2) +. w?fh 9 not shown
8 m (259 ° Duxseal G Surge arrestor
Class 5 . 25(x457 Bevel ' H Transformer (see notes),
wood pole Finished » LS e W == 2 KVAx, 240/480V primary,
grade OAL? ? o ' 120/240V sec, single phase
Malleable ‘\ron—-/' ols Qe > 1 GFCI duplex receptacle
conduit clamps T-Galvanized steel 150 6" R  lola J Sxﬂg‘s pole, single throw
at 1.2 mor 1.5 m condult. pipe 13I8 switc
o Lemor tsm \:-{:ﬁ."; bt It Q@ 120/240v, 19, 4w o oy K Shielded securfty fixture
] :: (T 2407480V, 18, 4W. with 100W rough service
Meter, when Service wiring. Size /.l i e incandescent lamp
requlred 155 mm x 3 m \ L - as required or = Highway lighting N, Neutral bar
(G/fo’u‘nﬁn’go ! 200 125¢)1.0. PVC Sch 40 Shown on the clreutts M Equipment ground bar
it . duct wiring window plans. N,& N Terminal block (typ)
slactrode in a2 | CONTROL SCHEMATIC e larger it Ane
- Jit 3001/ /| 914 J 16 mmx3m incoming service is 120/240V, 1§
L~ Condult hub Concrete foundation ™ (36) =1 (5/8"” x 10 1
1200x800X300 (48x32x36) Grounding GENERAL NOTES
E CONTROL INSTALLATION electrode Locate service pole and control installation adjacent to R.O.W.
. 60 Amp (lorger as required) fused (FRONT VIEW) in access well line with a minimum distance of 9 m (309 from the edge of
g disconnect switch with neutral and pavement. Locate In close proximity to the utiity fransformer
o ground bar electrically connected. ) so the service drop does not exceed 46 m (150Fft) and the total
5 ) . Soild neutral and lockable external handie 125(5)1.0. PVC Sch 40 mgégu Gossenceoenddedwmmg distance of overhead and underground cable (utility transformer to
< T~ Service racewa duct wiring window lighting controller) does not exceed 76 m (250ft). Exact location
Galvanized Y
steel ™ Ll Maleable iron ,:1\ shall be established by the Engineer.
. ar /)-—I ! s o
condutt. conduit clamp Service Raceway - ?riiffrr:éﬁl‘ﬂ?’?ﬁi’j---ﬁ:él{ Wiring shal be panel board fashlon. All bends shall be right angles.
*6 Bare 81;;“" Rigid metal conduit,——~_] = H * All runs shall be vertical or pardallel to panel board. Wires shall be
copper wire ] Intermediate condult N [ 1 / 0 grouped or laced.
S g and schedule 80 a\\ \N' i LI ‘\QT\\_Q
N nonmetallic conduit i i SRR & A} A‘L All control installation components shall be U.L. listed.
Qo are equally acceptable, IO' O ( _) ' ola
~ ﬁ\\ L e § Add receptacle, light, and switch in confrol cabinet.
— 16 mm x 3 m A .
[N D (%''x 10°-0") ~_\ ?\l\ For 480 V service, @ step down transformer “H” s required.
&\‘
300 to 450 Zﬁzzi; ﬁl:j L\l e Raceways shall tferminate 75 (3) above top of concrete foundation.
(12 to 18 Label equipment ground buss and neutral buss.
c N 4 914x814x200 = Al dimensions are In milimeters (Inches) unless
SERVICE POLE Conoreto pad Sl14C 38 othervlse shown. [J 240 V. SERVICE
front of contfrol cabinet. Do not connect Ny and M at the controller. X] 480 V. SERVICE
DATE REVISIONS
| | Corrected 1/13/08 CONTROL INSTALLATION
‘ E(?ég) | 1/17/07| Corrected BGSe Moun-l- CGblne-I-
FOUNDATION
(TOP VIEW)
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